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ALUMINUM (LIGHTING PROTECTION SYSTEM ONLY)ALUM

1. FOR DEVICES SHOWN AS 48 INCHES MOUNTING HEIGHT, WHEN INSTALLED IN MASONRY BLOCK WALLS, MOUNTING AT 48 INCHES TO THE TOP OF THE OUTLET BOX IS ACCEPTABLE.

NOTES:

L1-2,4,6

NOT SHOWN, PROVIDE AS REQUIRED FOR DEVICE/CIRCUIT NUMBERS SHOWN.

MOUNTING HEIGHT TO

UNLESS OTHERWISE

INDICATED

CENTER OF DEVICECENTER OF DEVICE

SYMBOLS DESCRIPTION

HOME RUN TO PANELBOARD, QUANTITY OF CONDUCTORS REQUIRED NOT INDICATED,

PROVIDE QUANTITY AS REQUIRED FOR CIRCUIT NUMBERS SHOWN, SWITCHING

ARRANGEMENT, OR NUMBER OF HOME RUNS SHOWN.

NOTE IDENTIFICATION

CONDUIT CONCEALED IN WALL OR CEILING, QUANTITY OF CONDUCTORS

THIS IS A COMPREHENSIVE SYMBOL SCHEDULE. NOT ALL SYMBOLS ARE APPLICABLE TO THESE DRAWINGS

SYMBOLS

INDICATED

UNLESS OTHERWISE

MOUNTING HEIGHT TO

DESCRIPTION

J

18 INCHES

MOTORIZED DAMPER

DUCT PHOTOELECTRIC DETECTOR

48 INCHESSWITCH:     SINGLE POLE (HORSEPOWER RATED WHEN USED AS MOTOR DISCONNECT)

WALL JUNCTION BOX

CEILING-MOUNTED JUNCTION BOX

SINGLE-PHASE OR THREE-PHASE MOTOR  (REFERENCE ONE-LINE DIAGRAM OR

NON-FUSED DISCONNECT SWITCH (30A/3P UON)

PANELBOARD SCHEDULE FOR WIRING AND CONTROL REQUIREMENTS)

DUPLEX RECEPTACLE HOSPITAL GRADE, 20A-125V; 2P-3W-G; NEMA 5-20R

HASH MARKS INDICATE ITEM NOTED TO BE REMOVED

LOW AIR SUPERVISORY SWITCH

COMBINATION FIRE/SMOKE DAMPER BY DIVISION 23

J

1

GENERAL ELECTRICAL NOTES (APPLY TO ALL DRAWINGS):


A. ALL WORK SHALL COMPLY WITH THE LATEST EDITION OF THE NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)

CODES, NATIONAL ELECTRICAL MANUFACTURER'S ASSOCIATION (NEMA) STANDARDS, TIA/EIA STANDARDS,

UNDERWRITER LABORATORIES, INC. (UL) LISTINGS, APPLICABLE LOCAL AND REGIONAL CODES, AND VA

REQUIREMENTS AND STANDARDS.

B. CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL PERMITS ASSOCIATED WITH THIS PROJECT ON BEHALF OF

THE VA. REFERENCE SPECIFICATION SECTIONS 260511 AND 260512 FOR ADDITIONAL REQUIREMENTS.

C. CONTRACTOR SHALL RECOGNIZE THAT PROJECT SCOPE INCLUDES ALL PROJECT CONTRACT DOCUMENTS

(DRAWINGS AND SPECIFICATIONS). THE DRAWINGS AND SPECIFICATIONS SHALL BE TAKEN TOGETHER AS ONE.

CONTRACTOR SHALL SHALL PROVIDE WORK SPECIFIED AND NOT INDICATED OR WORK INDICATED AND NOT

SPECIFIED AS THOUGH MENTIONED IN BOTH.

D. CONTRACTORS ARE TO COORDINATE ALL WORK WITH THE VA COTR. CLEAN ALL DEBRIS FROM THE CONSTRUCTION

SITE TO THE SATISFACTION OF THE VA COTR. REFERENCE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS.

E. GROUND: CONTINUITY OF GROUND THROUGHOUT THE SYSTEM SHALL BE PROVIDED. SYSTEM GROUND TO COMPLY

WITH NEC REQUIREMENTS. RACEWAY SHALL NOT BE RELIED UPON FOR SOLE EQUIPMENT GROUNDING MEANS. ALL

RACEWAY (CONDUIT, CABLETRAY, SURFACE RACEWAY, ETC) SHALL HAVE CONTINUOUS GROUND THROUGHOUT

RACEWAY SYSTEM, SIZE PER NEC. CONTRACTOR SHALL ENSURE AND CONDUCT ALL PERFORMANCE CRITERIA AND

TESTING OF GROUNDING SYSTEM PER NFPA. REFERENCE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS.

F. CONTRACTOR SHALL REPLACE ANY ACOUSTICAL CEILING TILES,  PORTIONS OF THE SUSPENSION SYSTEM OR

EXPOSED GRID SYSTEM DAMAGED BY HIS WORK.

G. ALL CONDUIT PENETRATING FIRE WALLS, FIRE BARRIERS, SMOKE BARRIERS, OR FIRE PARTITIONS SHALL COMPLY

WITH APPLICABLE BUILDING CODES AND SHALL BE SEALED TIGHT WITH AN APPROVED FIRE STOP SEALANT

RESTORING THE WALL/BARRIER/PARTITION TO ITS ORIGINAL RESISTANCE, SEE SECTION 078400. UNLESS OTHERWISE

NOTED ON DRAWINGS, ALL WALL, CEILING, AND FLOOR SLAB PARTITIONS SHALL BE CONSIDERED AS FIRE RATED

PATCHED ACCORDINGLY.

H. ALL ELECTRICAL CONDUIT SHALL BE CONCEALED IN WALLS OR CEILINGS IN FINISHED AREAS.

I. BRANCH CIRCUITS SHALL BE MINIMUM #12 CONDUCTOR AND 3/4" CONDUIT. UPSIZE CONDUIT/CONDUCTORS FOR OCPD,

VOLTAGE DROP, ETC AS REQUIRED BY THE NEC AND VA SPECIFICATIONS AND REQUIREMENTS.

J. REFERENCE MECHANICAL DRAWINGS AND SPECIFICATIONS FOR WORK PHASING AND CONSTRUCTION CONTROLS

PLAN.

K. FOR THE DEMOLITION PLANS, NOT ALL ELECTRICAL ITEMS REQUIRING DEMOLITION MAY BE SHOWN. VISIT SITE

BEFORE BIDDING AND BECOME FAMILIAR WITH WORK REQUIRED.

L. CONTRACTOR SHALL BE COGNIZANT THAT MULTIPLE BUILDING SYSTEMS TIE INTO EXISTING CAMPUS SYSTEMS

(PRIMARY ELECTRICAL, FIRE ALARM, DATA/TELECOMM, ETC) AND AS SUCH LOCATIONS AND CONDITIONS OF EXISTING

ELECTRICAL EQUIPMENT SHOWN SHALL BE FIELD VERIFIED. CONTRACTOR SHALL MAKE ALLOWANCES IN THEIR BID

FOR ACTUAL CONDITIONS, DEMOLITION AND CONSTRUCTION FOR THIS PROJECT SHALL BE PERFORMED IN PHASES IN

ORDER TO MAINTAIN OPERATION OF ALL CAMPUS BUILDINGS AND SYSTEMS. ANY WORK THAT WOULD RESULT IN

MINOR BUILDING INTERRUPTIONS SHALL BE SUBMITTED TO THE VA COR FOR APPROVAL AT LEAST 48 HOURS PRIOR

TO COMMENCING WORK. ANY WORK THAT WOULD RESULT IN A MAJOR OUTAGE IN A BUILDING SHALL BE SUBMITTED

TO THE VA COR FOR APPROVAL AT LEAST TWO WEEKS PRIOR TO COMMENCING WORK. ALL BUILDING 86 ELECTRICAL

SYSTEMS INTERRUPTIONS SHALL BE KEPT TO AN ABSOLUTE MINIMUM. REFERENCE SPECIFICATION SECTIONS 260511

AND 260512 FOR ADDITIONAL REQUIREMENTS.

SINGLE POINT CONNECTION

T
C.

ARCHITECTURE
ENGINEERING
GIS
SURVEYING



GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID

UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL

MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL

DISCONNECTION.

1. REMOVE ELECTRICAL CONNECTION TO HEATING WATER PUMP, DISCONNECT

SWITCH, ETC AS REQUIRED.  REMOVE CONDUCTOR BACK TO PANEL AS WELL AS

CORRESPONDING BREAKER.  CONTRACTOR MAY REUSE EXISTING CONDUIT,

VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.

2. REMOVE ELECTRICAL CONNECTION TO AIR HANDLING UNIT, DISCONNECT SWITCH,

ETC AS REQUIRED.  REMOVE CONDUCTOR BACK TO PANEL AS WELL AS

CORRESPONDING BREAKER.  CONTRACTOR MAY REUSE EXISTING CONDUIT,

VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.

3. REMOVE ELECTRICAL CONNECTION TO FAN COIL UNIT, ETC AS REQUIRED.  RETAIN

IN PLACE ALL EXISTING CONDUCTORS AND GROUNDING CONDUCTORS FOR

RECONNECTION IN PROJECT REMODEL PHASE.
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PLAN NOTES:
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BUILDING 86

1

BASEMENT FLOOR DEMOLITION PLAN - SOUTH

SCALE:  1/8" = 1'-0" BUILDING 86
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BUILDING 86

1

FIRST FLOOR DEMOLITION PLAN - NORTH

SCALE:  1/8" = 1'-0" BUILDING 86
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FIRST FLOOR KEY PLAN
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GENERAL NOTES:

1. REMOVE ELECTRICAL CONNECTION TO AIR HANDLING UNIT, DISCONNECT SWITCH,

ETC. AS REQUIRED.  REMOVE CONDUCTOR BACK TO PANEL AS WELL AS

CORRESPONDING BREAKER.  CONTRACTOR MAY REUSE EXISTING CONDUIT,

VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.

2. THIS FAN COIL UNIT TO BE DEMOLISHED WITH NO REPLACEMENT AT THIS

LOCATION.  NEW FAN COIL UNIT FC-67 TO BE CONNECTED TO THIS CIRCUIT.  NEW

FC-67 IS IN THIS ROOM, SEE E202.

3. THIS FAN COIL UNIT TO BE DEMOLISHED WITH NO REPLACEMENT AT THIS

LOCATION.  NEW FAN COIL UNIT FC-66 TO BE CONNECTED TO THIS CIRCUIT.  NEW

FC-66 IS IN ROOM 102 EXAM TREATMENT ROOM/CRASH CART, SEE E202.

4. REMOVE ELECTRICAL CONNECTION TO FAN COIL UNIT, ETC AS REQUIRED.  RETAIN

IN PLACE ALL EXISTING CONDUCTORS AND GROUNDING CONDUCTORS FOR

RECONNECTION IN PROJECT REMODEL PHASE.

PLAN NOTES:
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A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID

UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL

MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL

DISCONNECTION.
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BUILDING 86

1

FIRST FLOOR DEMOLITION PLAN - SOUTH

SCALE:  1/8" = 1'-0" BUILDING 86
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GENERAL NOTES:

1. REMOVE ELECTRICAL CONNECTION TO AIR HANDLING UNIT, DISCONNECT SWITCH,

ETC AS REQUIRED.  REMOVE CONDUCTOR BACK TO PANEL AS WELL AS

CORRESPONDING BREAKER.  CONTRACTOR MAY REUSE EXISTING CONDUIT,

VERIFY IN FIELD THAT EXISTING CONDUIT IS 3/4" C.

2. REMOVE ELECTRICAL CONNECTION TO FAN COIL UNIT, ETC AS REQUIRED.  RETAIN

IN PLACE ALL EXISTING CONDUCTORS AND GROUNDING CONDUCTORS FOR

RECONNECTION IN PROJECT REMODEL PHASE.
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A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID

UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL

MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL

DISCONNECTION.
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BUILDING 86
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SCALE: N.T.S.

SITE KEY PLAN

SCALE: N.T.S.

ATTIC FLOOR KEY PLAN

GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID

UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT LOCATIONS OF ALL

MECHANICAL EQUIPMENT BEING DEMOLISHED WHICH NEED ELECTRICAL

DISCONNECTION.

D. PANELBOARD 86S LOCATED IN ELECTRICAL CLOSET EAST OF STAIR S202 ON THE

SECOND FLOOR.

1. REMOVE ELECTRICAL CONNECTION TO EXHAUST FAN UNIT, ETC AS REQUIRED.

REMOVE CONDUCTORS BACK TO SOURCE OF POWER.  CONDUIT TO BE

DEMOLISHED.

1

PLAN NOTES:

1

ATTIC FLOOR DEMOLITION PLAN  

SCALE:  3/32" = 1'-0" BUILDING 86
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GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID UNLESS

SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT INSTALLATION LOCATIONS.

D. CIRCUIT NUMBERS GIVEN WERE TAKEN FROM EXISTING ELECTRICAL PLANS PROVIDED BY

THE VA AND MAY NOT ACCURATELY REFLECT CIRCUIT NUMBERS IN THE FIELD.  ALL

CIRCUIT NUMBERS SHALL BE VERIFIED IN THE FIELD.

E. PROVIDE 120V CIRCUIT(S) FOR POWERING ALL MOTORIZED DAMPERS SHOWN ON THIS

FLOOR.  CONNECT A MAXIMUM OF 10 DAMPERS TO ONE CIRCUIT.  CONTRACTOR MAY

UTILIZE ANY SPARE 20A BREAKER FOUND IN THE FIELD, DOCUMENT PANEL/BREAKER

NUMBER(S) USED FOR RECORD DRAWINGS.

1. EXISTING PUMP TO BE REPLACED WITH NEW HWP IN THE SAME LOCATION.  PROVIDE A

NEW, 30A NON-FUSED DISCONNECT SET TO 25A MOCP AT THE LOCATION OF THE

EXISTING PUMP DISCONNECTS, MOUNTED ON THE UNI-STRUT ASSEMBLY.  VFD TO BE

FURNISHED UNDER DIVISION 23, BUT INSTALLED UNDER DIVISION 26.  PROVIDE 3#10 +

#10G CU CONDUCTORS FROM HWP, THRU THE VFD AND DISCONNECT BACK TO THE

PANEL WHICH THE ORIGINAL PUMPS WHICH WERE DEMOLISHED WAS FED FROM.  IF

THE CONDUIT WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY PULL

THIS NEW CABLING THROUGH THIS RACEWAY.  IF THE CONDUIT WAS DEMOLISHED,

PROVIDE 1-3/4”C PVC SCH 40.  PROVIDE NEW 40A/3P BREAKER AT THE PANEL FOR THIS

NEW LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR THE BREAKER.

2. THIS ERV TO BE PROVIDED WITH AN INTEGRAL MOTOR STARTER AND DISCONNECT

WITH A SINGLE POINT CONNECTION, COORDINATE WITH DIVISION 23.  PROVIDE 3#10 +

#10G CU CONDUCTORS FROM SINGLE CONNECTION POINT BACK TO THE PANEL WHICH

INITIALLY FED THE AHU WHICH WAS REMOVED FROM THIS LOCATION.  IF THE CONDUIT

WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY PULL THIS NEW

CABLING THROUGH THIS RACEWAY.  IF THE CONDUIT WAS DEMOLISHED, PROVIDE

1-3/4”C PVC SCH 40.  PROVIDE NEW 40A/3P BREAKER AT THE PANEL FOR THIS NEW

LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR THE BREAKER.

3. CONNECT THIS NEW FAN COIL UNIT TO EXISTING CONDUCTORS PREVIOUSLY

CONNECTED TO THE DEMOLISHED FAN COIL UNIT AT THIS LOCATION, SEE DEMOLITION

PLANS.  EXTEND CONDUCTORS/CONDUIT AS NECESSARY.
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BUILDING 86
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BASEMENT FLOOR ELECTRICAL PLAN - SOUTH

SCALE:  1/8" = 1'-0" BUILDING 86
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EXIST AHU TIED

TO 86QA-14,16,18

1. PROVIDE AND CONNECT RELAY INDIVIDUAL ADDRESSABLE MODULE (IAM) WITH AN

ISOLATION RELAY FOR CONNECTIONS TO THE COMBINATION FIRE/SMOKE

DAMPERS FROM THE FIRE ALARM SYSTEM SO THAT THE DAMPERS CLOSE

WHENEVER THE ASSOCIATED AIR HANDLING UNIT/EXHAUST FAN IS NOT RUNNING.

2. PLACE A DUCT SMOKE DETECTOR IN BOTH MAIN SUPPLY AND RETURN DUCTS OF

THE ASSOCIATED AHU. FIELD COORDINATE EXACT LOCATION OF MAIN SUPPLY AND

RETURN DUCT SMOKE DETECTOR WITH DIVISION 23. REFERENCE 7/E401 FOR

ADDITIONAL REQUIREMENTS ON MOUNTING OF DUCT SMOKE DETECTORS.
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FIRE ALARM SYSTEM NOTES:
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GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID

UNLESS SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT INSTALLATION

LOCATIONS.

D. CIRCUIT NUMBERS GIVEN WERE TAKEN FROM EXISTING ELECTRICAL PLANS

PROVIDED BY THE VA AND MAY NOT ACCURATELY REFLECT CIRCUIT NUMBERS IN

THE FIELD.  ALL CIRCUIT NUMBERS SHALL BE VERIFIED IN THE FIELD.

E. PROVIDE 120V CIRCUIT(S) FOR POWERING ALL MOTORIZED DAMPERS SHOWN ON

THIS FLOOR.  CONNECT A MAXIMUM OF 10 DAMPERS TO ONE CIRCUIT.

CONTRACTOR MAY UTILIZE ANY SPARE 20A BREAKER FOUND IN THE FIELD,

DOCUMENT PANEL/BREAKER NUMBER(S) USED FOR RECORD DRAWINGS

1. THIS ERV TO BE PROVIDED WITH AN INTEGRAL MOTOR STARTER AND DISCONNECT

WITH A SINGLE POINT CONNECTION, COORDINATE WITH DIVISION 23.  PROVIDE 3#10

+ #10G CU CONDUCTORS FROM SINGLE CONNECTION POINT BACK TO THE PANEL

WHICH INITIALLY FED THE AHU WHICH WAS REMOVED FROM THIS LOCATION.  IF

THE CONDUIT WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY

PULL THIS NEW CABLING THROUGH THIS RACEWAY.  IF THE CONDUIT WAS

DEMOLISHED, PROVIDE 1-3/4”C PVC SCH 40.  PROVIDE NEW 40A/3P BREAKER AT THE

PANEL FOR THIS NEW LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR

THE BREAKER.

2. CONNECT THIS NEW FAN COIL UNIT TO EXISTING CONDUCTORS PREVIOUSLY

CONNECTED TO THE DEMOLISHED FAN COIL UNIT AT THIS LOCATION, SEE

DEMOLITION PLANS.  EXTEND CONDUCTORS/CONDUIT AS NECESSARY.

3. CONNECT THIS NEW FAN COIL UNIT TO THE NEW CIRCUIT SHOWN.  THE CIRCUIT

WAS PREVIOUSLY CONNECTED TO ANOTHER FAN COIL UNIT WHICH WAS

DEMOLISHED BUT NOT REPLACED.  COORDINATE WITH E102 FOR MORE

INFORMATION ON THE PREVIOUSLY EXISTING FAIN COIL.  EXTEND

CONDUCTOR/CONDUIT OR RUN NEW AS NECESSARY TO CONNECT THIS LOAD TO

THE PANEL.

4. PROVIDE A 20A/1P AND 1#12+#12G CU FROM PANEL FROM 86CB TO THIS FAN COIL

UNIT FC-65.  IF THERE IS AN OPEN 20A/1P SPARE IN THIS PANEL, THE CONTRACTOR

MAY UTILIZE IT.
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BUILDING 86
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FIRST FLOOR ELECTRICAL PLAN - NORTH

SCALE:  1/8" = 1'-0" BUILDING 86
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1. PROVIDE AND CONNECT RELAY INDIVIDUAL ADDRESSABLE MODULE (IAM) WITH AN

ISOLATION RELAY FOR CONNECTIONS TO THE COMBINATION FIRE/SMOKE

DAMPERS FROM THE FIRE ALARM SYSTEM SO THAT THE DAMPERS CLOSE

WHENEVER THE ASSOCIATED AIR HANDLING UNIT/EXHAUST FAN IS NOT RUNNING.

2. PLACE A DUCT SMOKE DETECTOR IN BOTH MAIN SUPPLY AND RETURN DUCTS OF

THE ASSOCIATED AHU. FIELD COORDINATE EXACT LOCATION OF MAIN SUPPLY AND

RETURN DUCT SMOKE DETECTOR WITH DIVISION 23. REFERENCE 7/E401 FOR

ADDITIONAL REQUIREMENTS ON MOUNTING OF DUCT SMOKE DETECTORS.
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BUILDING 86
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FIRST FLOOR ELECTRICAL PLAN - SOUTH

SCALE:  1/8" = 1'-0" BUILDING 86

N

N

N

143A

143

142

144

144A

141A

141

145

139B

139C

140

139A

139

136

146

148

149

135A

147

137

154

151A

152A

151

153

152

150

135

134

133A

133

132A

132

131

130

OXYGEN

STORAGE

138

DAY

ROOM

STORAGE/

GENERAL

BEDROOM-

2 BED

BEDROOM-

2 BED

BEDROOM-

2 BED

TOILET,

CONGREGATE

TOILET

BEDROOM-

1 BED

TOILET,

CONGREGATE

UTILITY,

CLEAN

MEDICATION

PREP

STORAGE,

WARD

SUPPLIES

BATH/SHOWER

ROOM

UTILITY

SOILED

MECH

ROOM

STOR.

TOILET,

EMPLOYEE

BEDROOM-

2 BED

BEDROOM-

2 BED

NURSING

HOME

NURSING

HOME

TOILET,

CONGREGATE

TOILET,

CONGREGATE

TOILET,

CONGREGATE

BEDROOM-

1 BED

SUPPORT,

NURSE STATION

HOUSEKEEPING

AID CLOSET

MEDICATION

ROOM

BEDROOM-

1 BED

ELECTRICAL

ROOM

BEDROOM-

2 BED

BEDROOM-

1 BED

BEDROOM-

1 BED

TOILET,

CONGREGATE

TOILET,

CONGREGATE

S166

STAIR SW

E171

ELEVATOR

WEST

E170

ELEVATOR

CENTER

C162

SOUTH

CORRIDOR

157

BEDROOM-

2 BED

CONFERENCE

ROOM

FC

40

FC

39

FC

43

FC

42

FC

41

FC

53

FC

50

FC

51

FC

64

FC

44

FC

45

FC

49

FC

48

FC

47

FC

46

FC

52

FC

68

FC

37

FC

38

FC

36

FC

32

FC

54

FC

35

FC

33

FC

34

SCALE: N.T.S.

SITE KEY PLAN

SCALE: N.T.S.

FIRST FLOOR KEY PLAN

ERV

1

ADD ALTERNATE #2

M

M

M

M

PANEL

86GB

PANEL

86GA

PANEL

86EMA

PANEL

86M4

PANEL

86M5

86GB-3
86GB-1

86GB-5

86GB-2

86GB-32

86GB-9

86GB-13

86GB-21

86GB-17

86GB-15

86GB-19

86GB-4

86GB-2

86GB-6

EXIST. AHU TIED

TO 86GB-26,28,30

86GB-10

86GB-12

86GB-16

86GB-22

86GB-24

86GB-20

86GB-18

86GB-14

86GB-8

86GB-11

GENERAL NOTES:

A. ALL WORK SHOWN ON THIS DRAWING IS INCLUDED IN THE PROJECT BASE BID UNLESS

SPECIFICALLY IDENTIFIED AS AN ADD ALT.

B. VERIFY IN FIELD ALL EXISTING CONDITIONS.

C. COORDINATE WITH MECHANICAL CONTRACTOR FOR EXACT INSTALLATION LOCATIONS.

D. CIRCUIT NUMBERS GIVEN WERE TAKEN FROM EXISTING ELECTRICAL PLANS PROVIDED BY

THE VA AND MAY NOT ACCURATELY REFLECT CIRCUIT NUMBERS IN THE FIELD.  ALL

CIRCUIT NUMBERS SHALL BE VERIFIED IN THE FIELD.

E. PROVIDE 120V CIRCUIT(S) FOR POWERING ALL MOTORIZED DAMPERS SHOWN ON THIS

FLOOR.  CONNECT A MAXIMUM OF 10 DAMPERS TO ONE CIRCUIT.  CONTRACTOR MAY

UTILIZE ANY SPARE 20A BREAKER FOUND IN THE FIELD, DOCUMENT PANEL/BREAKER

NUMBER(S) USED FOR RECORD DRAWINGS

1. THIS ERV TO BE PROVIDED WITH AN INTEGRAL MOTOR STARTER AND DISCONNECT

WITH A SINGLE POINT CONNECTION, COORDINATE WITH DIVISION 23.  PROVIDE 3#10 +

#10G CU CONDUCTORS FROM SINGLE CONNECTION POINT BACK TO THE PANEL WHICH

INITIALLY FED THE AHU WHICH WAS REMOVED FROM THIS LOCATION.  IF THE CONDUIT

WAS LEFT INTACT FROM THE DEMOLITION, THE CONTRACTOR MAY PULL THIS NEW

CABLING THROUGH THIS RACEWAY.  IF THE CONDUIT WAS DEMOLISHED, PROVIDE

1-3/4”C PVC SCH 40.  PROVIDE NEW 40A/3P BREAKER AT THE PANEL FOR THIS NEW

LOAD, FIELD VERIFY THE PANEL TYPE AND FRAME SIZE FOR THE BREAKER.

2. CONNECT THIS NEW FAN COIL UNIT TO EXISTING CONDUCTORS PREVIOUSLY

CONNECTED TO THE DEMOLISHED FAN COIL UNIT AT THIS LOCATION, SEE DEMOLITION

PLANS.  EXTEND CONDUCTORS/CONDUIT AS NECESSARY.

3. PROVIDE A 20A/1P AND 1#12+#12G CU FROM PANEL FROM 86GB TO THIS FAN COIL UNIT

FC-68.  IF THERE IS AN OPEN 20A/1P SPARE IN THIS PANEL, THE CONTRACTOR MAY

UTILIZE IT.

4. PROVIDE A 20A/1P AND 1#12+#12G CU FROM PANEL FROM 86GB TO THIS FAN COIL UNIT

FC-69.  IF THERE IS AN OPEN 20A/1P SPARE IN THIS PANEL, THE CONTRACTOR MAY

UTILIZE IT.

2

POWER  NOTES:

1

3

1. PROVIDE AND CONNECT RELAY INDIVIDUAL ADDRESSABLE MODULE (IAM) WITH AN

ISOLATION RELAY FOR CONNECTIONS TO THE COMBINATION FIRE/SMOKE

DAMPERS FROM THE FIRE ALARM SYSTEM SO THAT THE DAMPERS CLOSE

WHENEVER THE ASSOCIATED AIR HANDLING UNIT/EXHAUST FAN IS NOT RUNNING.

2. PLACE A DUCT SMOKE DETECTOR IN BOTH MAIN SUPPLY AND RETURN DUCTS OF

THE ASSOCIATED AHU. FIELD COORDINATE EXACT LOCATION OF MAIN SUPPLY AND

RETURN DUCT SMOKE DETECTOR WITH DIVISION 23. REFERENCE 7/E401 FOR

ADDITIONAL REQUIREMENTS ON MOUNTING OF DUCT SMOKE DETECTORS.

F2

FIRE ALARM SYSTEM NOTES:
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